Courthouse Electrical Inventory

Equipment IR (Infrared Thermography) Completed in 2014

D50-Control Panel (CP) CP-B-12* B-27A FD-B-14 / MD-480 EATON XTJP-1.5-D-L1-POL-T 480 Volt, 1.5 HP, 3 Phase, 3 Wire, Enclosure Type 2 120 Volt Control Circuit Jockey Pump 1/1/2015 Good
D50-Control Panel (CP) CP-B-13* B-27A ATS-B-13 EATON FT90-150-D-L1 480 Volt, 150 HP, 3 Phase, 3 Wire, Enclosure Type 2 120 Volt Control Circuit Fire Pump 1/1/2015 Good
D50-Control Panel (CP) CP-B-2* B-27A FD-B-10, FD-B-11 BELL & GOSSETT 240 Volt Grounded "B", 31.4 FLA, 3 Phase Overloads: FH47 5 HP CONDENSATE PUMPS Poor
D50-Control Panel (CP) CP-B-3* B-27A BELL & GOSSETT 240 Volt Grounded "B", 85 FLA, 3 Phase Overloads: B79 Vacuum Pump Poor
D50-Control Panel (CP) CP-B-4* B-27A FD-B-8 Westinghouse A220S0CA-TZ7 480 Volt, 3 Phase, 3 Wire, 5 HP, Size 0 Overloads: (3) FH28, (3) FH38 Condensate and Vacuum Pumps Poor
D50-Control Panel (CP) CP-B-5* B-27A FD-B-5 Westinghouse A220S0CA-TZ7 480 Volt, 3 Phase, 3 Wire, 5 HP, Size 0 Overloads: (3) FH28, (3) FH38 Condensate and Vacuum Pumps Poor
D50-Control Panel (CP) CP-B-6* B-43 CMSR-B-10 Klocker-Moeller 208 Volt, 4.5 Amp, 3 Phase, 3 Wire, 1/2 HP 120 Volt Controls Sump Pumps 1/1/1985 Fair
D50-Control Panel (CP) CP-Chiller 1* MU8-4, North Penthouse WC-2 Trane 480 Volt, 267 RLA Amp, 3 Phase, 3 Wire Control Voltage 115V Chiller 2 Compressor Good
D50-Control Panel (CP) CP-Chiller 2* MU8-4, North Penthouse WC-2 Trane 480 Volt, 267 RLA Amp, 3 Phase, 3 Wire Control Voltage 115V Chiller 2 Compressor Good
D50-Control Panel (CP) CP-Chiller 3* MU8-4, South Pethouse WC-3 Trane 480 Volt, 267 RLA Amp, 3 Phase, 3 Wire Control Voltage 115V Chiller 3 Compressor Good
D50-Control Panel (CP) CP-Chiller 4* MU8-4, South Penthouse WC-4 Trane 480 Volt, 267 RLA Amp, 3 Phase, 3 Wire Control Voltage 115V Chiller 4 Compressor Good
D50-Control Panel (CP) Elevator 1 MUS8-5 Elevator 1 Transformer Motion Control Engineering Digital 12 - Pulse SCR Drive Elevator 1 Motor 1/1/2012 Good
D50-Control Panel (CP) Elevator 2 MU8-5 Elevator 2 Transformer Motion Control Engineering Digital 12 - Pulse SCR Drive Elevator 2 Motor 1/1/2012 Good
D50-Control Panel (CP) Elevator 3 MUS8-5 Elevator 3 Transformer Motion Control Engineering Digital 12 - Pulse SCR Drive Elevator 3 Motor 1/1/2012 Good
D50-Control Panel (CP) Elevator 4 MU8-5 Elevator 4 Transformer Motion Control Engineering Digital 12 - Pulse SCR Drive Elevator 4 Motor 1/1/2012 Good
D50-Control Panel (CP) Elevator 5 MUS8-1 Elevator 5 Transformer Motion Control Engineering Digital 12 - Pulse SCR Drive Elevator 5 Motor 1/1/2012 Good
D50-Control Panel (CP) Elevator 6 MU8-1 Elevator 6 Transformer Motion Control Engineering Digital 12 - Pulse SCR Drive Elevator 6 Motor 1/1/2012 Good
D50-Control Panel (CP) Elevator 7 MUS8-1 Elevator 7 Transformer Motion Control Engineering Digital 12 - Pulse SCR Drive Elevator 7 Motor 1/1/2012 Good
D50-Control Panel (CP) Elevator 8 MU8-1 Elevator 8 Transformer Motion Control Engineering Digital 12 - Pulse SCR Drive Elevator 8 Motor 1/1/2012 Good
Motor FLA 32.2/17.5/7.82 HP 10/5/2 120/208 Volt, 200 Amp 3 Phase, 4 Wire, 30 Circuit Square D QO
D50-Control Panel (CP) FOUNTAIN* Water Fountain Pump Rm 200A Safety Switch / USS-3 Panel Board Fountain 1/1/1988 Fair
D50-Dry-Type Transformer (T) ELEVATORS* B-42 600 KW Gen Square D EE300T63HB 300 KVA, 480-240 Volt, HV 360.8 LV 721.7 Amp, 3 Phase %IZ 3.5, Class AA, Type SO, 80 DEG C Rise ATS-8 / EM for Elevators 1/1/2014 Good
Elevator 1 Fused
D50-Dry-Type Transformer (T) Elevator 1 MU8-5 Disconnect Olsun 28542-AD 45/61 KVA, HV 240 / LV 150, 108 Amp, 150 Deg. C Rise Elevator 1 Control Panel 1/1/1999 Fair
Elevator 2 Fused
D50-Dry-Type Transformer (T) Elevator 2 MUS8-5 Disconnect Olsun 28542-AD 45/61 KVA, HV 240 / LV 150, 108 Amp, 150 Deg. C Rise Elevator 2 Control Panel 1/1/1999 Fair
Elevator 3 Fused
D50-Dry-Type Transformer (T) Elevator 3 MU8-5 Disconnect Olsun 28542-AD 45/61 KVA, HV 240 / LV 150, 108 Amp, 150 Deg. C Rise Elevator 3 Control Panel 1/1/1999 Fair
Elevator 4 Fused
D50-Dry-Type Transformer (T) Elevator 4 MUS8-5 Disconnect Olsun 28542-AD 45/61 KVA, HV 240 / LV 150, 108 Amp, 150 Deg. C Rise Elevator 4 Control Panel 1/1/1999 Fair
Elevator 5 Fused
D50-Dry-Type Transformer (T) Elevator 5 MU8-1 Disconnect Hammond 90459792L 45 KVA, HV 240 / LV 150, 108 Amp, K Type, 150 Deg. C Rise, 3.8 % 1Z Elevator 5 Control Panel 1/1/1999 Good
Elevator 6 Fused
D50-Dry-Type Transformer (T) Elevator 6 MU8-1 Disconnect Hammond 90459792L 45 KVA, HV 240 / LV 150, 108 Amp, K Type, 150 Deg. C Rise, 3.8 % 1Z Elevator 6 Control Panel 1/1/1999 Good
Elevator 7 Fused
D50-Dry-Type Transformer (T) Elevator 7 MU8-1 Disconnect Hammond 90459792L 45 KVA, HV 240 / LV 150, 108 Amp, K Type, 150 Deg. C Rise, 3.8 % 1Z Elevator 7 Control Panel 1/1/1999 Good
Elevator 8 Fused
D50-Dry-Type Transformer (T) Elevator 8 MU8-1 Disconnect Hammond 90459792L 45 KVA, HV 240 / LV 150, 108 Amp, K Type, 150 Deg. C Rise, 3.8 % 1Z Elevator 8 Control Panel 1/1/1999 Good
D50-Dry-Type Transformer (T) LIFE SAFETY* B-42 600 KW Gen Square D EE150T3HB 150 KVA, 480-120/208 Volt, HV 180 LV 416 Amp, 3 Phase %IZ 4.02, Class AA, Type SO, 80 DEG C Rise ATS-9 / EM for Life Safety 1/1/2014 Good
D50-Dry-Type Transformer (T) T-1* B-42 PNL CDP-1/ 225A-3P Siemens 3F3Y150CTP1 480-120/208 Volt, 150 KVA, 3 Phase, 4.3% 1Z, Class ANN PNL CDP-2 1/1/2008 Good
D50-Dry-Type Transformer (T) T-B-9* Room B-27A PNL MD-480 / 70A-3P ITC 45 T82H6A 480-120/208 Volt, 45 KVA, 3 Phase, 4.5% 1Z, Class AA PNL B-9 1/1/1985 Fair
SO NO - 14-08-14-14642A DSGN - AD378-Q0195 225 KVA, HV 13,200 / LV 480, 3 Phase, Class AA, Rise 150
D50-Dry-Type Transformer (T) T-B-Fire Pump* B-38 Feeder Bay 3 GE Deg. C, 6.04 % |1Z, Type HT ATS-13 - Fire Pump 1/1/2015 Good
D50-Dry-Type Transformer (T) TRANS B-1* B-42 USS-2 / 225A-3P Square D 75T12H 75 KVA, 240 - 120/208 Volt, HV-180 LV 208 Amp, 3 Phase %IZ 5.7, Class AA, Type SO, 150 Deg C Rise PNL LC-B-1 1/1/2014 Good
D50-Dry-Type Transformer (T) WS-1* 1-Q PB-12 Sorgel 30T6H 30 KVA, 480-240 Volt, HV 36 Amp Type SO 240 Volt Woodshop Trough 1/1/1990 Fair
D50-Electrical CJF to Skywalk doors
600 KW, 750 KVA, 277/480 Volt, 902 Amp, 3 Phase 1800 RPM, 0.8 PF, H INS, 60 HZ, Battery 24V, Fuel
D50-Generator (G) CH Generator* B-45 Kohler Diesel Elevators, Life Safety, Fire Pump 1/1/2014 Good
D50-Lighting Contactor (LC) ASCO* 210-T LC-29B ASCO FS129-748-1 Area Lights 1/1/1970 Poor
D50-Lighting Control Panel (LCP) CH501* Room MU3-2A PCl - Powerline Communications Inc. Part# 01-022700-03 MFD 4407 Lighting 1/1/2007 Good
D50-Lighting Control Panel (LCP) CH501* MU6-3 PCI - Powerline Communications Inc. Part# 01-022700-03 MFD 4407 Lighting 1/1/2007 Good
D50-Lighting Control Panel (LCP) CH501* MU6-1 PCl - Powerline Communications Inc. Part# 01-022700-03 MFD 4407 Lighting 1/1/2007 Good
D50-Lighting Control Panel (LCP) CH501* Room MU7-1 PCI - Powerline Communications Inc. Part# 01-022700-03 MFD 4407 Lighting 1/1/2007 Good
D50-Lighting Control Panel (LCP) CH501* Room 400A-MU MU1-1 PCl - Powerline Communications Inc. Part# 01-022700-03 MFD 4407 Lighting 1/1/2007 Good
D50-Lighting Control Panel (LCP) CH501* MUG-3 PCI - Powerline Communications Inc. Part# 01-022700-03 MFD 4407 Lighting 1/1/2007 Good
D50-Lighting Control Panel (LCP) CH501* Room B-6 PCl - Powerline Communications Inc. Part# 01-022700-03 MFD 4407 Lighting 1/1/2007 Good
D50-Lighting Control Panel (LCP) CH501* Room MU5-1 PCI - Powerline Communications Inc. Part# 01-022700-03 MFD 4407 Lighting 1/1/2007 Good
D50-Lighting Control Panel (LCP) CH501* Room 400A-MU PCl - Powerline Communications Inc. Part# 01-022700-03 MFD 4407 Lighting 1/1/2007 Good
D50-Lighting Control Panel (LCP) CH501* Room 500A-MUI PCI - Powerline Communications Inc. Part# 01-022700-03 MFD 4407 Lighting 1/1/2007 Good
D50-Lighting Control Panel (LCP) CH501* Room MU2-1 PCl - Powerline Communications Inc. Part# 01-022700-03 MFD 4407 Lighting 1/1/2007 Good
D50-Lighting Control Panel (LCP) CH501* Room MU4-5 PCI - Powerline Communications Inc. Part# 01-022700-03 MFD 4407 Lighting 1/1/2007 Good
D50-Lighting Control Panel (LCP) CH501* MU6-3 PCl - Powerline Communications Inc. Part# 01-022700-03 MFD 4407 Lighting 1/1/2007 Good
D50-Motor (M) Elevator 1 MUS8-5 Elevator 1 Control Panel 32 HP, 135 VDC, 177 Amp, 141/125 RPM, 131HT Type Elevator Car 1 Fair
D50-Motor (M) Elevator 2 MU8-5 Elevator 2 Control Panel 32 HP, 135 VDC, 177 Amp, 141/125 RPM, 131HT Type Elevator Car 2 1/1/1972 Fair
D50-Motor (M) Elevator 3 MUS8-5 Elevator 3 Control Panel 32 HP, 135 VDC, 177 Amp, 141/125 RPM, 131HT Type Elevator Car 3 1/1/1972 Fair
D50-Motor (M) Elevator 4 MU8-5 Elevator 4 Control Panel 32 HP, 135 VDC, 177 Amp, 141/125 RPM, 131HT Type Elevator Car 4 1/1/1972 Fair
D50-Motor (M) Elevator 5 MUS8-1 Elevator 5 Control Panel 32 HP, 135 VDC, 177 Amp, 141/125 RPM, 131HT Type Elevator Car 5 1/1/1972 Fair
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D50-Motor (M) Elevator 6 MU8-1 Elevator 6 Control Panel 32 HP, 135 VDC, 177 Amp, 141/125 RPM, 131HT Type Elevator Car 6 1/1/1972 Fair

D50-Motor (M) Elevator 7 MUS8-1 Elevator 7 Control Panel 32 HP, 135 VDC, 177 Amp, 141/125 RPM, 131HT Type Elevator Car 7 1/1/1972 Fair

D50-Motor (M) Elevator 8 MU8-1 Elevator 8 Control Panel 32 HP, 135 VDC, 177 Amp, 141/125 RPM, 131HT Type Elevator Car 8 1/1/1972 Fair

D50-Motor Control Center (MCC) MCC-N* MU8-4 USS-6A Allen-Bradley 480 Volt, 3 Phase Pumps & Fans Poor

D50-Motor Control Center (MCC) MCC-S* MUS8-4 USS-6 Allen Bradley 480 Volt, 600 Amp, 3 Phase Chillers, Pumps, Fans 1/1/1985 Poor

D50-Motor Starter (MSR) CMSR-8-1* MU8-4 Allen-Bradley 512-AAH-3-4R-6-24 D 208 Volt, 18 Amp, 3 Phase, 3 Pole, Size 0 Fuse Type: (3) FRN-R20 Overloads: (3) W48 EF-4 Circuit Courts and SE Toilet Rooms 1/1/1985 Fair

D50-Motor Starter (MSR) CMSR-8-2* MU8-5 Square D 8538SBG12V03 240 Volt Grounded "B", 20 Amp, 3 Phase, 3 Pole, Size 0 Fuse Type: (3) FRN-R20 Overloads: (3) B15.5 EF-14 1/1/1995 Poor

D50-Motor Starter (MSR) CMSR-B-10* B-43 LC-B1/BKR 3,5,7 Allen-Bradely 712-AAB24 208 Volt, 10 Amp, 3 Phase, 3 Pole Fuse Type: NOS 10 Used as Disconnect Only CP-B-6 / Sump Pumps 1/10/1975 Poor
208 Volt, 100 Amp, 3 Phase, 3 Pole, Size 3, Type Series K, 20/15 HP Fuse Type: (3) FRN-R-60 Overloads:

D50-Motor Starter (MSR) CMSR-B-11* B-43 EM-LC-B5 / BKR 8,10,12 Square D 8538SEG15V84CFF4H30P42TX11 Type ST320 120 Volt Controls Generator Exhaust Fan 2 1/1/2015 Good

D50-Motor Starter (MSR) CMSR-B-6* B-42 PC-B2 Allen-Bradely 712-CAA23 240 Volt Grounded "B", 3 Phase, 3 Pole, Size 2, 15 HP Fuse Type: (2) FRN40 Overloads: (2) N-41 Compressor 1 1/1/1970 Fair
208 Volt, 30 Amp, 3 Phase, 3 Pole, Size 0 Fuse Type: (3) FRN-R-103 Overloads: Type SF020 Single Phase

D50-Motor Starter (MSR) CMSR-B-8* B-46 EM-LC-B5 / BKR 16,18 Square D 8538SBG12V84CFF4H30P42TX11 Output Main Service Room Fan 1/1/2014 Good

D50-Motor Starter (MSR) CMSR-B-9* B-46 EM-LC-B5 / BKR 2,4,6 Square D 8538SEG15V84CFF4AH30P42TX11 208 Volt, 100 Amp, 3 Phase, 3 Pole, Size 3 Fuse Type: (3) FRN-R-90 Overloads: Type ST320 Generator Intake Fan 1/1/2014 Good

D50-Motor Starter (MSR) CMSR-M1-1* M101 Allen-Bradley 712-AAH2473 208 Volt, 30 Amp, 3 Phase, 3 Pole, Size 0 Fuse Type: (3) LPN8 1/1/1970 Poor

D50-Motor Starter (MSR) FD-8-1* MU8-3 USS-6A Allen-Bradely 712-EAB6933L 480 Volt, 150 Amp, 3 Phase, 3 Pole Fuse Type: (3) LPS150 VFD-CH2 SA-1 Return Fan Fair

D50-Motor Starter (MSR) FD-8-2* MU8-3 USS-6A Allen-Bradely 712-EAB6933L 480 Volt, 150 Amp, 3 Phase, 3 Pole Fuse Type: (3) LPS150 VFD-CH4 SA-2 Return Fan Fair

D50-Motor Starter (MSR) MSR-6-1* 632-MU LC-60 Allen-Bradley 509-AAH-3-4R-6P 208 Volt, 18 Amp, 3 Phase, 3 Pole, Size 0 Overloads: (3) W46 IF-3 Various Toilets SE 6 to G 1/1/1995 Good

D50-Motor Starter (MSR) MSR-6-2* 634-MU LC-62 Allen-Bradley 509-AAH-3-4R-6P 208 Volt, 18 Amp, 3 Phase, 3 Pole, Size 0 Overloads: (3) W46 IF-3 Various Toilets SW 6 to G 1/1/1995 Good

D50-Motor Starter (MSR) MSR-B-2* B-34B - Fountain Pump Room FD-B-30 DAYTON 480 Volt, 3 Phase, 3 Wire, Size 0 Overloads: (3) T47 Carpenters Shop Air Compressor 1/1/1980 Poor

D50-Motor Starter (MSR) MSR-B-3* B-42 FD-B-35 Square D 240 Grounded "B", 3 Phase, 3 Wire, 1.5 HP, Type S, Class 8536, Size 00 Overloads: (3) B4.15 Trough Pump 1 1/1/1985 Fair

D50-Motor Starter (MSR) MSR-B-4* B-42 FD-B-36 Square D 240 Grounded "B", 3 Phase, 3 Wire, 1.5 HP, Type S, Class 8536, Size 00 Overloads: (3) B4.15 Trough Pump 2 1/1/1985 Fair
120/208 Volt, 60 Amp, 3 Phase, 4 Wire, 12 Circuit Breakers: (Main) 60A-3P / (1) 30A-2P / (7)20A-1P Blank

D50-Panel/MCB (PNL) B-4B* B-48 PNL B-4 Square D NQO124M (3) Area Power 1/1/1985 Fair
120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 24 Circuit Breakers: (Main) 100A - Pull-out / (23) 20A-1P / (1) 15A-

D50-Panel/MCB (PNL) EM-B-7* B-42 EDP / 200A-3P Kinney AH-381843 1P Blank (0) Emergency Lighting and Power 1/1/1965 Poor
120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 24 Circuit Breakers: (Main) 100A - Pull-out / (20) 20A-1P / (2) 15A-

D50-Panel/MCB (PNL) B-8* B-42 PNL-EDP / EM North Riser |Kinney AH-381481 1P Blank (1) Emergency Lights and Power 1/1/1965 Poor

D50-Panel/MCB (PNL) CDP-1* B-42 ATS-6 Siemens PAE60MLA00FTS 480 Volt, 400 Amp, 3 Phase, 3 Wire, 8 Circuit Breakers: (1) 225A-3P / (1) 100A-3P Blank (6) T-1 1/1/2008 Good
120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 24 Circuit Breakers: (Main) 100A-Pullout / (23) 20A-1P / (1) 15A-

D50-Panel/MCB (PNL) EM-LC-17* MU1-1A EDP / 200A-3P Kinney AH-381826 1P Blank (0) EM Lights 1/1/1965 Poor
120/208 Volt, 60 Amp, 3 Phase, 4 Wire, 16 Circuit Breakers: (Main) 60A-Pullout / (11) 20A-1P / (1) 15A-1P

D50-Panel/MCB (PNL) EM-LC-27* Room MU2-1A EDP / 200A-3P Kinney AH-381849 Blank (4) Exit Lighting, Fire Alarm PNL 1/1/1965 Poor

D50-Panel/MCB (PNL) EM-LC-28* 200-E EDP / 200A-3P Kinney AH-381842 120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 28 Circuit Breakers: (25) 20A-1P Blank (3) EM Lights & Power 1/1/1965 Poor

D50-Panel/MCB (PNL) EM-LC-37* Room MU3-1A EDP / 200A-3P Kinney AH-381158 120/208 Volt, 60 Amp, 3 Phase, 4 Wire, 16 Circuit Breakers: (Main) 60A-Pullout / (6) 20A-1P Blank (10) Exit Lighting 1/1/1965 Fair

D50-Panel/MCB (PNL) EM-LC-38* Room MU3-2A EDP / 200A-3P Kinney AH-381855 120/208 Volt, 60 Amp, 3 Phase, 4 Wire, 16 Circuit Breakers: (Main) 60A-Pullout / (11) 20A-1P Blank (5) Exit Lighting, Equipment 1/1/1965 Fair
120/208 Volt, 60 Amp, 3 Phase, 4 Wire, 16 Circuit Breakers: (Main) 60A-Pullout / (9) 20A-1P / (3) 15A-1P

D50-Panel/MCB (PNL) EM-LC-47* Room MU4-5A EDP / 200A-3P Kinney AH-381852 Blank (4) Exit Lighting, Honeywell XFMR, Data Rack 1/1/1965 Fair
120/208 Volt, 60 Amp, 3 Phase, 4 Wire, 16 Circuit Breakers: (Main) 60A-Pullout / (10) 20A-1P / (6) 15A-1P

D50-Panel/MCB (PNL) EM-LC-48* Room 400A-MU EDP / 200A-3P Kinney AH-381854 Blank (0) Exit Lighting, Data Rack 1/1/1965 Poor
120/208 Volt, 60 Amp, 3 Phase, 4 Wire, 16 Circuit Breakers: (Main) 60A-Pullout / (5) 20A-1P / (3) 15A-1P

D50-Panel/MCB (PNL) EM-LC-57* Room MU5-1A EDP / 200A-3P Kinney AH-381859 Blank (8) Exit Lighting, Honeywell XFMR, Data Rack 1/1/1965 Fair
120/208 Volt, 60 Amp, 3 Phase, 4 Wire, 16 Circuit Breakers: (Main) 60A-Pullout / (5) 20A-1P / (6) 15A-1P

D50-Panel/MCB (PNL) EM-LC-58* Room 500A-MUI EDP / 200A-3P Kinney AH-381851 Blank (5) Exit Lighting, Data Rack 1/1/1965 Poor

D50-Panel/MCB (PNL) EM-LC-67* Room MU6-1 EDP / 200A-3P Kinney AH-381160 120/208 Volt, 60 Amp, 3 Phase, 4 Wire, 16 Circuit Breakers: (Main) 60A-Pullout / (9) 20A-1P Blank (7) Exit Lighting and Controls 1/1/1965 Poor

D50-Panel/MCB (PNL) EM-LC-68* Room MU6-3 EDP / 200A-3P Kinney AH-381157 120/208 Volt, 60 Amp, 3 Phase, 4 Wire, 16 Circuit Breakers: (Main) 60A-Pullout / (10) 20A-1P Blank (6) Exit Lighting, Fire Alarm PNL, Data Rack 1/1/1965 Poor

D50-Panel/MCB (PNL) EM-LC-7* Room MUG-3 / G-24 EDP / 200A-3P Kinney AH-381850 120/208 Volt, 60 Amp, 3 Phase, 4 Wire, 16 Circuit Breakers: (Main) 60A-Pullout / (13) 20A-1P Blank (3) Emergency Lights & Power 1/1/1965 Poor

D50-Panel/MCB (PNL) EM-LC-77* Room MU7-1 EDP / 200A-3P Kinney AH-381159 120/208 Volt, 60 Amp, 3 Phase, 4 Wire, 16 Circuit Breakers: (Main) 60A-3P / (10) 20A-1P Blank (6) Area Emergency Lighting and Power 1/1/1965 Fair
120/208 Volt, 60 Amp, 3 Phase, 4 Wire, 12 Circuit Breakers: (Main) 60A-3 Pull-out / (11)20A-1P / (1) 15A-

D50-Panel/MCB (PNL) EM-LC-78* Room MU7-2A EDP / 200A-3P Kinney AH-381123 1P Exit Lighting and Controls 1/1/1965 Fair

D50-Panel/MCB (PNL) EM-LC-87* MU8-5 South EDP / 200A-3P Kinney AH-381120 120/208 Volt, 60 Amp, 3 Phase, 4 Wire, 16 Circuit Breakers: (Main) 60A-Pullout / (13) 20A-1P Blank (3) Emergency Lights, Elevator Lights 1/1/1965 Poor
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D50-Panel/MCB (PNL) EM-LC-88* Room MU8-1 EDP / 200A-3P Kinney AH-381121 120/208 Volt, 60 Amp, 3 Phase, 4 Wire, 16 Circuit Breakers: (Main) 60A-Pullout / (11) 20A-1P Blank (5) Emergency Lights, Elevator Lights 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 30 Circuit Breakers: (1) 100A-3P / (1) 60A-3P / (3) 30A-2P / (1)

D50-Panel/MCB (PNL) G-B* Room MUG-3 / G-24 BP-10 Kinney AV 682450 20A-2P / (14) 20A-1P /(1) 15A-1P Blank (1) Cafeteria, Panels G-BA & G-C 1/1/1965 Poor
120/208 Volt, 400 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (Main) 400A-3P / (1) 15A-1P / (20) 20A-1P /

D50-Panel/MCB (PNL) G2A* G2A UPS-G2A Square D NQOD4 / NQOD442L400CU (4) 30A-2P / (2) 60A-2P / (1) 60A-3P / (1) 90A-3P / (1) 100A-3P Server Room Receptacles 1/1/2014 Good

D50-Panel/MCB (PNL) LC-1* G-5 USS-3 Kinney AH-381809 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (20) 20A-1P / (4) 15A-1P Blank (12) Lights 1/1/1965 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (Main) 225A-3P / (1) 30A-2P / (29) 20A-1P /

D50-Panel/MCB (PNL) LC-11A* 104-EU USS-3 Kinney AH-381783 (1) 30A-1P / (8) 15A-1P Blank (2) Area Lights 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (Main) 225A-3P / (35) 20A-1P / (2) 15A-1P

D50-Panel/MCB (PNL) LC-12* Room 105-L, Southwest Corner USS-3 Kinney AH-381776 Blank (5) Area Lights & Receptacles 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 36 Circuit Breakers: (Main) 225A-3P / (30) 20A-1P / (1) 15A-1P

D50-Panel/MCB (PNL) LC-15* (1-A) Treasurer 102-D, North Wall USS-4 Kinney AH-381775 Blank (5) Area Lights & Receptacles 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (Main) 225A-3P / (38) 20A-1P / (4) 15A-1P

D50-Panel/MCB (PNL) LC-16* 103-EU USS-4 Kinney AH-381782 Blank (0) Area Lights & Receptacles 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 36 Circuit Breaker: (Main) 225A-3P / (1) 70A-3P / (1) 30A-3P / (1)

D50-Panel/MCB (PNL) LC-2* Cafeteria G10-D USS-3 Kinney AH-381810 20A-3P / (1) S0A-2P / (3) 30A-2P / (14) 20A-1P / (5) 15A-1P Blank (0) Outdoor & Indoor Lighting 1/1/1965 Poor

D50-Panel/MCB (PNL) LC-5* G4F USS-4 Kinney AH-381790 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 36 Circuit Breakers: (Main) 225A-3P / (36) 20A-1P Blank (0) Area Lights & Receptacles 1/1/1965 Poor
120/208 Volt, 150 Amp, 3 Phase, 4 Wire, 30 Circuit Breakers: (Main) 150A-3P / (1) 50A-3P / (1) 60A-2P / (1)

D50-Panel/MCB (PNL) LC-500* Room 510 BP-500 Square D NQOB-72610-1A 30A-1P / (4) 20A-1P Blank (20) NOT IN USE 1/1/1995 Poor
120/208 Volt, 100 Amp, 3 phase, 4 Wire, 30 Circuit Breakers: (Main) 100A-3P / (2) 20A-2P / (23) 20A-1P

D50-Panel/MCB (PNL) LC-5A* G3-E USS-1 Square D NQOD442L225CU Blank (3) Panel LC-15A 1/1/1990 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (Main) 225A-3P / (37) 20A-1P / (5) 15A-1P

D50-Panel/MCB (PNL) LC-6* Room G6-EU: NE Corner USS-4 Kinney AH-381786 Blank (0) Area Lights & Receptacles 1/1/1965 Poor

D50-Panel/MCB (PNL) LC-74* Room MU7-2A BP-74 Kinney AH-381793 120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 30 Circuit Breakers: (Main) 100A-3P / (24) 20A-1P Blank (6) Area Lights and Receptacles 1/1/1965 Poor
120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 12 Circuit Breakers: (Main) 100A-3P / (6) 20A-1P / (6) 15A-1P

D50-Panel/MCB (PNL) LC-83A* MUS8-4 LC-83 Square D 65147|Blank (0) Area Lights & Power 1/1/1950 Poor
120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 24 Circuit Breakers: (Main) 100A-3P / (1) 50A-2P / (3) 30A-1P /

D50-Panel/MCB (PNL) LC-84* Room MU8-1 LC-74 Kinney AH-381825 (17) 20A-1P Blank (2) Equipment & Panel 1/1/1965 Poor
240 Volt, 225 Amp, 3 Phase, 3 Wire, 42 Circuit Breakers: (Main) 225A-3P / (1) 50A-3P / (1) 20A-3P / (3) 20A+

D50-Panel/MCB (PNL) LC-B-1* B-42 Transformer B-1 Square D NQODA4421225CU / NQODQB 2P /(19) 20A-1P Blank (7) Area Lights 1/1/2014 Fair
120/208 Volt, 125 Amp, 3 Phase, 4 Wire, 30 Circuit Breakers: (Main) 125A-3P / (1) 20A-3P / (2) 30A-2p / (1)

D50-Panel/MCB (PNL) LC-BR* Room B-6 USS-1 Square D QOC30MG225 20A-2P / (1) 30/30A TANDEM / (1) 30A-1P / (3) 20/20A TANDEM / (16) 20A-1P BLANK (0) Area Lights, Receptacles, & Equipment 1/1/1985 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (Main) 225A-3P / (LCM-104A) 70A-3P / (39)

D50-Panel/MCB (PNL) LCM-104* M104-B USS-3 Square D NQO-424M 20A-1P Blank (0) Panel, Lights, Receptacles 1/1/1990 Poor

D50-Panel/MCB (PNL) BUEM-303 308-G UPS-308 Square D NQO 120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 30 Circuit Computer Room Receptacles 1/1/2000 Good

D50-Panel/MLO (PNL) 1-AA* 101-CU MD-15 Square D NQOD4421225 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (42) 20A-1P Blank (0) Area Lights, Receptacles, Power 1/1/1987 Fair

D50-Panel/MLO (PNL) 106/M-2* M210-Class 100A Disc / USS-1 Square D NQOD4421225 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 20A-2P / (40) 20A-1P Blank (0) Area Lights & Receptacles 1/1/1990 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 30A-2P / (38) 20A-1P / (2) 15A-1P Blank

D50-Panel/MLO (PNL) B-3* EMT and Wire storage By USS-1 USS-1 / 200A-3P Kinney AH-381680 (0) Area Light and Power 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 60A-3P / (1) 50A-3P / (1) 20A-2P /(28) 20A

D50-Panel/MLO (PNL) B-4* B-42 USS-1 Kinney AH-381713 1P / (6) 15A-1P Blank (0) Area lights, power, and sub-panel 1/1/1965 Poor

D50-Panel/MLO (PNL) B-4A* B-42 PNL B-4 Kinney AH-381732 120/208 Volt, 50 Amp, 3 Phase, 4 Wire, 12 Circuit Breakers: (11) 20A-1P / (1) 15A-1P Blank (0) Area Lights and Power 1/1/1965 Poor
120/208 Volt, 150 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (Main) 150A-3P / (1) 20A-3P / (1) 20A-2P / (2)

D50-Panel/MLO (PNL) B-9* B-27A T-B-9 Square D 43-87828-1A-852 30A-1P / (35) 20A-1P Blank (0) Area Lights, Receptacles, & Equipment 1/1/1985 Fair
120/208 Volt, 600 Amp, 3 Phase, 4 Wire, 21 Circuit Breakers: (Main) 600A-3P / (UPS) 400A-3P / (1) 100A-

D50-Panel/MLO (PNL) CDP-2* B-42 T-1 Siemens P3C68LX600FTS 3P /(2) 60A-3P / (2) 20A-1P Blank (4) UPS & Equipment 1/1/2008 Good

D50-Panel/MLO (PNL) CP1IM* M104-G MD-21 Square D NQO124 120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 12 Circuit Breakers: (3) 30A-1P / (9) 20A-1P Blank (0) Area Receptacles 1/1/1990 Poor
120/208 Volt, 400 Amp, 3 Phase, 4 Wire, 30 Circuit Breakers: (Honeywell Fire PNL in G1) 20A-3P / (North

USS-1/ ATS-9 / 600 KW EM Riser) 200A-3P / (PNL EDP-5) 200A-3P / (Master Clock in G1) 20A-3P / (South EM Riser) 200A-3P Blank

D50-Panel/MLO (PNL) EDP* B-42 GEN Square D 1.23516E+16|(12) Emergency Distribution 1/1/2014 Good
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (Main) 225A-3P / (1) 100A-3P / (1) 90A-3P /

D50-Panel/MLO (PNL) EM-LC-B5* B-42 EDP / 200A-3P Square D NQODA4421225CU / NQOD3225Q2MB (1) 60A-3P / (1) 50A-3P / (1) 30A-3P / (1) 20A-2P / (10) 20A-2P Blank (15) Emergency Lights and Power 1/1/2014 Good
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 60A-3P / (5) 20A-3P / (2) 20A-2P / (11)

D50-Panel/MLO (PNL) G-A(L)* G10-A MD-12 Square D NQODA442L225 20A-1P Blank (23) Kitchen Panel & Power 1/1/1992 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 60A-3P Shunt Trip / (1) 20A-2P / (13) 20A-

D50-Panel/MLO (PNL) G-A(R)* G10-A MD-12 Square D NQOD4421225 1P / Blank (23) Kitchen Panel & Power 1/1/1992 Fair

G-A (R)/ 60A-3P Shunt 120/208 Volt, 125 Amp, 3 Phase, 4 Wire, 20 Circuit Breakers: (1) 30A-3P / (1) 30A-2P / (2) 20A-2P / (1) 20A-

D50-Panel/MLO (PNL) G-Al* G10-A Trip Square D Q04201125 1P / (1) 20/20A Tandem Blank (7) Cooking Equipment (Gas) 1/1/1992 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 60A-2P / (1) 50A-2P / (1) 30A-2P / (3) 30A-

D50-Panel/MLO (PNL) G-BA* Room B34 G-B Kinney AV-682451 1P /(1) 20A-3P / (1) 20A-2P /(24) 20A-1P / (3) 15A-1P Blank (0) Area Lights & Receptacles 1/1/1965 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 30A-2P / (1) 40A-2P / (32) 20A-1P Blank

D50-Panel/MLO (PNL) G-C* G10-MUI BP-10 / G-B Kinney AV-682452 (5) Café Lighting & Receptacles 1/1/1965 Poor

D50-Panel/MLO (PNL) G-D* Cafeteria G10-D MD-12 Square D NQOD4421225 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (30) 20A-1P Blank (12) Area Lights & Receptacles 1/1/1990 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (2) 30A-2P / (1) 60A-3P / (2) 40A-3P / (1) 40A-

D50-Panel/MLO (PNL) G-E* G10 Café MD-12 Square D NQOD4421225 2P /(2) 20A-3P / (1) 35A-3P / (18) 20A-1P / (1) 30A-1P Blank (0) Café Equipment 1/1/1965 Fair
120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 24 Circuit Breakers: (19) 20A-1P / (1) 50A-3P / (1) 60A-2P Blank

D50-Panel/MLO (PNL) G2B* G2A PNL G2A Square D NQOD424L100 (0) Spare (1) 20A-1P G2A Receptacles 1/1/2014 Fair
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D50-Panel/MLO (PNL) G2B2* G2A PNL-G2B Square D NQO418L1 120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 18 Circuit Breakers: (6) 20A-2P Blank (6) CISCO NEXUS 7000's 1/1/2014 Good

D50-Panel/MLO (PNL) G2C* G2A PNL-G2A Square D NQOD424L100 120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 24 Circuit Breakers: ((20) 20A-1P / (2) 20A-2P Blank (0) G2A Receptacles 1/1/2014 Fair

D50-Panel/MLO (PNL) LB-12* Room B-27A PNL MD-480 ITE CDP-7 480/277 Volt, 100 Amp, 3 Phase, 4 Wire, 18 Circuit Breakers: (4) 20A-2P / (2) 15A-3P / (4) 20A-1P Blank (0) |Area Lighting & Equipment 1/1/1986 Fair

D50-Panel/MLO (PNL) LC-11(L)* 104-EU MD-11 Kinney AH-381109 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (2) 50A-1P / (40) 20A-1P Blank (0) Area Lights 1/1/1965 Poor

D50-Panel/MLO (PNL) LC-11 (R)* 104-EU MD-11 Square D NQOD442L225CU 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (39) 20A-1P Blank (3) Area Receptacles 1/1/1990 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 100A-3P / (35) 20A-1P / (4) 15A-1P Blank

D50-Panel/MLO (PNL) LC-13* MU1-1A BP-13 Kinney AH-381682 (0) Area Light,Receptacles, & Panel M-B 1/1/1965 Poor

D50-Panel/MLO (PNL) LC-13A* MU1-1A LC-13 / 100A-3P Kinney BG-103523 120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 16 Circuit Breakers: (2) 40A-2P / (12) 20A-1P Blank (0) Area Receptacles 1/1/1965 Poor

D50-Panel/MLO (PNL) LC-15A* Child Support 102-1, Hallway LC-5A / 50A-3P Kinney AH-381652 120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 18 Circuit Breakers: (Main) 100A-3P / (15) 20A-1P Blank (0) Area Lights & Receptacles 1/1/1965 Poor

D50-Panel/MLO (PNL) LC-16A (L)* 103-EU MD-16 Kinney AH-381110 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 20A-2P / (37) 20A-1P Area Receptacles & Power 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (2) 50A-2P / (1) 30A-1P / (30) 20A-1P Blank

D50-Panel/MLO (PNL) LC-16A (R )* 103-EU MD-16 Square D NQOD4421225 (7) Area Receptacles & Power 1/1/1990 Fair

D50-Panel/MLO (PNL) LC-1A(L)* G-5 MD-11 Square D NQODA454L225CU 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (30) 20A-1P Blank (12) Lights & Power 1/1/1990 Fair

D50-Panel/MLO (PNL) LC-1A (R)* G-5 MD-11 Square D NQOD4421225CU 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (36) 20A-1P Blank (6) Receptacles & Power 1/1/1990 Fair

D50-Panel/MLO (PNL) LC-20* 201, By Room 201-DB BP-20 Kinney AH-380780 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (2) 30A-1P / (40) 20A-1P Blank (0) Area Lights, Receptacles, Power 1/1/9165 Poor
120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 20 Circuit Breakers: (Main) 100A-3P / (2) 20A-2P / (12) 20A-1P

D50-Panel/MLO (PNL) LC-207* Room 207 Vault, East USS-1 Square D NQO-204M Blank (4) Area Receptacles 1/1/1990 Fair

D50-Panel/MLO (PNL) LC-21* Room 210-E1 MD-21 Kinney AH-381698 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 36 Circuit Breakers: (33) 20A-1P / (3) 15A-1P Blank (0) Area Lights & Receptacles 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 36 Circuit Breakers: (1) 60A-3P / (1) 20A-2P / (1) 30A-1P / (30)

D50-Panel/MLO (PNL) LC-22* Room 210-L MD-22 Kinney AH-381694 20A-1P Blank (0) Area Lights & Receptacles 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 30A-1P / (37) 20A-1P / (4) 15A-1P Blank

D50-Panel/MLO (PNL) LC-23* Room MU2-1A BP-23 Kinney AH-381683 (0) Area Light,Receptacles, & Equipment 1/1/1965 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 20A-2P / (34) 20A-1P / (4) 15A-1P Blank

D50-Panel/MLO (PNL) LC-24* 200-E BP-24 Kinney AH-381715 (2) Area Lights & Receptacles 1/1/1965 Poor

D50-Panel/MLO (PNL) LC-24A* 200-E BP-24A Kinney AH-381714 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (35) 20A-1P / (5) 15A-1P Blank (2) Area Lights & Receptacles 1/1/1965 Poor

D50-Panel/MLO (PNL) LC-24B* 200-D BP-24B Kinney Al 482723 120/208 Volt, 200 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (42) 20A-1P Blank (0) Board Room Lights 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, Spilt Bus, 14 Circuit Top, 24 Circuit Bottom Breakers: Top (14) 20A

D50-Panel/MLO (PNL) LC-25* 201-V MD/25 - 200A-3P Kinney AH-381112 1P Bottom (1) 60A-3P / (21) 20A-1P Blank (4) Top Area Lights & Receptacles 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, Spilt Bus, 12 Circuit Top, 30 Circuit Bottom Breakers: Top (8) 20A-

D50-Panel/MLO (PNL) LC-26* Room 203-P, Southwest Corner MD-26 Kinney AH-381111 1P Bottom (1) 60A-3P / (26) 20A-1P / (1) 15A-1P Blank (4) Top Area Lights & Receptacles 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 20A-2P / (1) 30A-1P / (18) 20A-1P Blank

D50-Panel/MLO (PNL) LC-29 (A)* Room 210-T BP-29 Square D NQOB-42084-2A (21) Area Receptacles 1/1/1985 Fair

D50-Panel/MLO (PNL) LC-29 (B )* Room 210-T BP-29 Square D NQOB-42084-2B 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 20A-2P / (23) 20A-1P Blank (17) Area Lights 1/1/1985 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (2) 20A-2P / (3) 30A-1P / (20) 20A-1P / (14)

D50-Panel/MLO (PNL) LC-3* Room MUG-3 / G-24 BP-3 Kinney AH-381681 15A-1P Blank (2) Area Lights, Receptacles, & Equipment 1/1/1965 Poor

D50-Panel/MLO (PNL) LC-31* Room 307-AC Southeast Corner MD-21 Kinney AH-381699 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 36 Circuit Breakers: (30) 20A-1P / (3) 15A-1P Blank (3) Area Lights & Receptacles 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 36 Circuit Breakers: (1) 30A-1P / (29) 20A-1P / (2) 15A-1P Blank

D50-Panel/MLO (PNL) LC-32* Room 307D Southwest Corner MD-22 Kinney AH-381695 (4) Area Lights & Receptacles 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (2) 20A-2P / (27) 20A-1P / (1) 15A-1P Blank

D50-Panel/MLO (PNL) LC-33* Room MU3-1A BP-33 Kinney AH-381761 (10) Area Light,Receptacles, & Equipment 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (2) 30A-1P / (31) 20A-1P / (3) 15A-1P Blank

D50-Panel/MLO (PNL) LC-34* Room MU3-2A BP-34 Kinney AH-381716 (6) Area Lights, Receptacles, & Equipment 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 phase, 4 Wire, 42 Circuit Breakers: (1) 30A-1P / (1) 20A-2P / (21) 20A-1P Blank

D50-Panel/MLO (PNL) LC-35A* Room 302H North MD-25 / 150A-3P Square D NQOB-37185-1AR (18) Area Lights, Receptacles, & Equipment 1/1/1985 Fair

D50-Panel/MLO (PNL) LC-35B* Room 302H North MD/25 - 150A-3P Square D NQOB-37185-1AL 120/208 Volt, 225 Amp, 3 phase, 4 Wire, 42 Circuit Breakers: (1) 30A-1P / (25) 20A-1P Blank (16) Area Lights, Receptacles, & Equipment 1/1/1985 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 36 Circuit Breakers: (1) 20A-2P / (26) 20A-1P / (4) 15A-1P Blank

D50-Panel/MLO (PNL) LC-36* Room 303-B Northeast Corner MD-26 Kinney AH-381662 (0) Area Lights & Receptacles 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 40A-2P / (1) 30A-2P / (1) 30A-1p / (32)

D50-Panel/MLO (PNL) LC-39C1* Room 306-K East USS-1 Square D NQOB-37185-1BR 20A-1P Blank (5) Area Lights & Receptacles 1/1/1980 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 30A-2P / (1) 20A-2P / (28) 20A-1P Blank

D50-Panel/MLO (PNL) LC-39C2* Room 306-K East USS-1 Square D NQOB-37185-1BL (10) Area Lights & Receptacles 1/1/1980 Fair

D50-Panel/MLO (PNL) LC-3A* 308 Janitor Closet USS-1 GE DB4A4N421400 120/208 Volt, 400 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (LC-3B) 100A-3P / (39) 20A-1P Blank (0) Panel LC-3B & Area Receptacles 1/1/1980 Poor
120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 24 Circuit Breakers: (1)100A-3P / (1) 50A-2P / (2) 20A-1P Blank

D50-Panel/MLO (PNL) LC-3A1* 308 Janitor Closet LC-3A Square D NQOD424L100 (17) Equipment & Receptacles 1/1/1990 Fair

LC-3A Through ASCO
D50-Panel/MLO (PNL) LC-3B* 308 Janitor Closet Contactor GE TP30S 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 30 Circuit Breakers: (1) 20A-2P / (22) 20A-1P Blank (6) Area Lights 1/1/1980 Poor
D50-Panel/MLO (PNL) LC-3C* 301 Closet in Restroom USS-1 GE TP42S 120/208 Volt, 400 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (LC-3D) 100A-3P / (36) 20A-1P Blank (3) Panel D & Area Receptacles 1/1/1980 Poor
LC-3C Through ASCO

D50-Panel/MLO (PNL) LC-3D* 301 Closet in Restroom Contactor GE TP30S 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 30 Circuit Breakers; (24) 20A-1P Blank (6) Area Lights 1/1/1980 Poor

D50-Panel/MLO (PNL) LC-40* Room 400-AA BP-40 Square D NQOB-204 120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 20 Circuit Breakers: (15) 20A-2P Blank (5) Area Lights & Receptacles 1/1/1985 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 36 Circuit Breakers: (2) 30A-1P / (4) 25A-1P / (14) 20A-1P / (5)

D50-Panel/MLO (PNL) LC-41* Room 413-N PNL MD-31/ 150A-3P Kinney AH-381660 15A-1P Blank (11) Area Lights & Receptacles 1/1/1965 Fair

D50-Panel/MLO (PNL) LC-42* Room 414-C PNL MD-32 / 150A-3P Kinney AH-381696 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 36 Circuit Breakers: (19) 20A-1P / (4) 15A-1P Blank (11) Area Lights & Receptacles 1/1/1965 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 20A-2P / (3) 25A-1P / (30) 20A-1P / (6)

D50-Panel/MLO (PNL) LC-43* Room MU4-5A BP-43 Kinney AH-381762 15A-1P Blank (1) Area Light,Receptacles, & Equipment 1/1/1965 Poor

D50-Panel/MLO (PNL) LC-44* Room 400A-MU BP-44 Kinney AH-381717 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 20A-2P /(32) 20A-1P / (8) 15A-1P Blank (0) |Area Lights, Receptacles, & Equipment 1/1/1965 Fair

D50-Panel/MLO (PNL) LC-45* Room 402-N PNL MD-35 / 150A-3P Kinney AH-381678 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 36 Circuit Breakers: (17) 20A-1P / (7) 15A-1P Blank (12) Area Lights & Receptacles 1/1/1965 Fair
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D50-Panel/MLO (PNL) LC-46* Room 403-C MD-36 - 150A-3P Kinney AH-381663 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 36 Circuit Breakers: (19) 20A-1P / (5) 15A-1P Blank (12) Area Lights & Receptacles 1/1/1965 Fair

D50-Panel/MLO (PNL) LC-50* Room 500A BP-50 Kinney AK-61769 120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 24 Circuit Breakers: (24) 20A-1P Blank (0) Area Lights, Receptacles, & Equipment 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 36 Circuit Breakers: (1) 40A-2P / (1) 30A-2P / (4) 25A-1P / (1) 20A-

D50-Panel/MLO (PNL) LC-51* Room 513-N PNL MD-31 Kinney AH-381661 2P / (13) 20A-1P / (4) 15A-1P Blank (9) Area Lights, Receptacles, & Equipment 1/1/1965 Fair

D50-Panel/MLO (PNL) LC-52* Room 514-C PNL MD-32 Kinney AH-381697 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 36 Circuit Breakers: (19) 20A-1P / (4) 15A-1P Blank (12) Area Lights & Receptacles 1/1/1965 Fair

D50-Panel/MLO (PNL) LC-53* Room MU5-1A BP-53 Kinney AH-381763 120/208 Volt, 200 Amp, 3 Phase, 4 Wire, 42 Circuit Area Light,Receptacles, & Equipment 1/1/1965 Fair

D50-Panel/MLO (PNL) LC-53A* Room MU5-1A LC-53 / BKR 15,17 / 60A-2P |Square D QO08-16L100D 120/208 Volt, 100 Amp, 1 Phase, 3 Wire, 8 Circuit Breakers: (6) 20A-1P Blank (2) Area Lights & Receptacles 1/1/2007 Good
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (8) 25A-1P / (1) 20A-2P /(22) 20A-1P / (9) 15A-

D50-Panel/MLO (PNL) LC-54* Room 500A-MUI BP-54 / RD-24 - 225A-3P Kinney AH-381718 1P Blank (0) Area Lights, Receptacles, & Equipment 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 36 Circuit Breakers: (4) 25A-1P / (16) 20A-1P / (4) 15A-1P Blank

D50-Panel/MLO (PNL) LC-55* Room 502-N MD-35 - 150A-3P Kinney AH-381679 (12) Area Lights, Receptacles, & Equipment 1/1/1965 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 36 Circuit Breakers: (4) 25A-1P / (1) 20A-2P /(19) 20A-1P / (4) 15A

D50-Panel/MLO (PNL) LC-56* Room 503-C MD-36 - 150A-3P Kinney AH-381664 1P Blank (8) Area Lights, Receptacles, & Equipment 1/1/1965 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (31) 20A-1P / (1) 20A-2P / (1) 20A-3P Blank

D50-Panel/MLO (PNL) LC-60* 634-MU BP-60 Square D NQOD4421225CU (6) Area Lights, Receptacles, Exhaust 1/1/1995 Good

D50-Panel/MLO (PNL) LC-61A* Room 629-D BP-61 Kinney AK-61045 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 30 Circuit Breakers: (29) 20A-1P Blank (1) Area Light,Receptacles, & Equipment 1/1/1965 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (4) 30A-1P / (1) 20A-2P /(32) 20A-1P Blank

D50-Panel/MLO (PNL) LC-61B* Room 629-D BP-61 Kinney AH-381770 (4) N/A 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (35) 20A-1P / (1) 20A-2P / (1) 20A-3P Blank

D50-Panel/MLO (PNL) LC-62* 632-MU BP-62 Square D NQOD4421225CU (2) Area Lights, Receptacles, Exhaust 1/1/1995 Good
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 20A-3P / (1) 20A-2P / (34) 20A-1P Blank

D50-Panel/MLO (PNL) LC-63* Room MU6-1 BP-63 Kinney AH-381764 (3) Area Lights, Receptacles, & Equipment 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 20A-2P / (34) 20A-1P / (2) 15A-1P Blank

D50-Panel/MLO (PNL) LC-64A* Room MU6-3 BP-64 Kinney AH-381769 (4) Area Lights, Receptacles, & Equipment 1/1/1965 Poor

D50-Panel/MLO (PNL) LC-64B* Room MU6-3 BP-64 Kinney AK-61046 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 30 Circuit Breakers: (29) 20A-1P Blank (1) Area Lights & Receptacles 1/1/1965 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 30 Circuit Breakers: (2) 30A-1P / (1)20A-2P / (21) 20A-1P Blank

D50-Panel/MLO (PNL) LC-65A* Room 615-D BP-65 Kinney AK-61043 (5) Area Light,Receptacles, & Equipment 1/1/1965 Poor

D50-Panel/MLO (PNL) LC-65B* Room 615-D BP-65 Kinney AK-61044 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 30 Circuit Breakers: (5) 30A-1P / (21) 20A-1P Blank (4) Area Light,Receptacles, & Equipment 1/1/1965 Poor
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 40A-2P / (1) 30A-3P / (1) 30A-1P / (2) 20A-]

D50-Panel/MLO (PNL) LC-66* Room 612 BP-66 Kinney AH-381765 2P /(31) 20A-1P / (1) 15A-1P Blank (0) N/A 1/1/1965 Poor

D50-Panel/MLO (PNL) LC-6A (L)* G6-EU MD-16 Square D NQODA454L225CU 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 30A-1P / (31) 20A-1P Blank (10) Area Receptacles 1/1/1990 Good

D50-Panel/MLO (PNL) LC-6A (R)* G6-EU MD-16 Square D NQODA4421225 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (2) 20A-2P / (20) 20A-1P Blank (18) Area Receptacles 1/1/1990 Good
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (2) 30A-1P / (15) 20A-1P / (17) 15A-1P Blank

D50-Panel/MLO (PNL) LC-73* Room MU7-1 BP-73 / 200A-3P Kinney AH-381766 (8) ALL BREAKERS WERE OFF Area Lights and Receptacles 1/1/1965 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (2) 30A-2P / (1) 20A-2P / (33) 20A-1P Blank

D50-Panel/MLO (PNL) LC-7A* Hall 710 BP-76 Kinney AJ483450 (3) Area Lights, Receptacles, & Equipment 1/1/1965 Fair

D50-Panel/MLO (PNL) LC-7B* Room 707 BP-73 Kinney AJ483451 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 40A-2P / (28) 20A-1P Blank (12) Area Lights, Receptacles, & Equipment 1/1/1965 Fair

D50-Panel/MLO (PNL) LC-7C* Hall 704 BP-75 Kinney AJA83452 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (34) 20A-1P Blank (8) Area Lights, Receptacles, & Equipment 1/1/1965 Fair

D50-Panel/MLO (PNL) LC-7DL* Hall 701 BP-75 Kinney AJ483445 120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 30 Circuit Breakers: (23) 20A-1P Blank (7) Area Lights, Receptacles, & Equipment 1/1/1965 Fair

D50-Panel/MLO (PNL) LC-7DR* Hall 701 BP-75 Kinney AJA83446 120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 30 Circuit Breakers: (2) 30A-1P / (21) 20A-1P Blank (7) Area Lights, Receptacles, & Equipment 1/1/1965 Fair

D50-Panel/MLO (PNL) LC-7F (L)* Room 713 BP-76 Kinney AJ483447 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 30 Circuit Breakers: (23) 20A-1P Blank (7) Area Lights, Receptacles, Hand Dryers 1/1/1965 Poor

D50-Panel/MLO (PNL) LC-7F (R)* Room 713 BP-76 Kinney AJA83448 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 30 Circuit Breakers: (21) 20A-1P / (2) 30A-1P Blank (7) Area Lights & Receptacles 1/1/1965 Poor

D50-Panel/MLO (PNL) LC-7G* Room 707-ME LC-7B Kinney AJ483449 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 30 Circuit Breakers: (25) 20A-1P Blank (5) Area Lights, Receptacles, Equipment 1/1/1965 Poor
120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 24 Circuit Breakers: (Main) 100A-3P / (1) 50A-2P / (1) 20A-3P /

D50-Panel/MLO (PNL) LC-83* MUS-5 South LC-73 Kinney AH-381824 (16) 20A-1P Blank (2) Equipment & Panel 1/1/1965 Poor
120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 20 Circuit Breakers: (1) 50A-2P / (8) 20A-2P / (10) 15A-1P Blank

D50-Panel/MLO (PNL) LC-84A* Room MU8-4 North FSS-84A Square D NQO-20326-1 (0) Area Lights, Receptacles, Power 1/1/1965 Poor

D50-Panel/MLO (PNL) LC-A* 203-C MD-25 Square D 43-88323-7A-155 120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (42) 20A-1P Blank (0) Area Receptacles 1/1/1990 Fair
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 25A-3P / (1) 15A-3P / (12) 20A-1P Blank

D50-Panel/MLO (PNL) LC-B11* 1-Q USS-3 Square D NQOB 64013-2A (24) Lights, Receptacles, Equipment 1/1/1985 Fair

D50-Panel/MLO (PNL) LC-BA* B-10 - Radio Room USS-4 Square D NQOD442L225 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (16) 20A-1P / (2) 20A-2P Blank (24) Area Lights, Receptacles, Heating 1/1/1990 Fair

D50-Panel/MLO (PNL) LC-MA* M103-EU USS-4 Westinghouse D890566 120/208 Volt, 400 Amp, 3 Phase, 4 Wire, 18 Circuit Breakers: (5) 100A-3P Blank (1) Panels LC-MA & LC-MB 1/1/1965 Poor

D50-Panel/MLO (PNL) LC-MB* M103-EU MD-24 Westinghouse PQ204L 120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 20 Circuit Breakers: (10) 20A-1P Blank (10) Area Receptacles 1/1/1965 Poor
120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 20 Circuit Breakers: (1) 25A-2P / (1) 20A-2P / (1) 30A-1P / (15)

D50-Panel/MLO (PNL) LCM-104A* M104-B LCM-104 Square D Q0420L125 20A-1P Blank (0) Computer Room A/C & Receptacles 1/1/1990 Fair

D50-Panel/MLO (PNL) LSW-10th* B-42 B-3 / Buck-Boost Trans Square D NQOD20L100 240 Volt, 100 Amp, 1 Phase, 2 Wire, 20 Circuit Breakers: (8) 20A-2P Blank (4) 10th Street Lighting 1/1/1985 Fair

D50-Panel/MLO (PNL) M4* M101-CU MD-25 Kinney AH-381665 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 36 Circuit Breakers: (34) 20A-1P / (2) 15A-1P Area Lights & Receptacles 1/1/1965 Poor

D50-Panel/MLO (PNL) MB* M101 West FD-M1-1 Square D NQODA4421225 120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 15A-3P / (34) 20A-1P Blank (5) Area Lights & Receptacles 1/1/1990 Fair
120/208 Volt, 100 Amp, 3 Phase, 4 Wire, 24 Circuit Breakers: (Main) 100A-3P / (2) 20A-3P / (3) 30A-1P / (8)

D50-Panel/MLO (PNL) mcC* M101-L West MD-25 Square D NQOD424M100 20A-1P Blank (6) IT Room 1/1/1992 Fair

D50-Panel/MLO (PNL) MC-B* M101-L West MD-25 Square D Q0C4121125 120/208 Volt, 125 Amp, 3 Phase, 4 Wire, 12 Circuit Breakers: (2) 20A-2P Blank (8) Condensing Unit & Air Handler 1/1/1992 Poor
120/208 Volt, 400 Amp, 3 Phase, 4 Wire, 18 Circuit Breakers: (LC-11A) 200A-3P / (LC1A) 225A-3P /

D50-Panel/MLO (PNL) MD-11* G-5 USS-3 / 400A-3P Kinney AH-381131 (Elevator) 100A-3P Blank (9) Panels & Elevator 1/1/1965 Fair
120/208 Volt, 400 Amp, 3 Phase, 4 Wire, 18 Circuit Breakers: (G-A) 225A-3P / (G-E) 225A-3P / (G-D) 150A-

D50-Panel/MLO (PNL) MD-12* Cafeteria G10-D USS-3 Kinney AH-381129 3P Blank (9) Panels G-A, G-E, G-D 1/1/1965 Poor

D50-Panel/MLO (PNL) MD-15* Room G4-EU: NW Corner USS-4 Kinney AH-381128 120/208 Volt, 400 Amp, 3 Phase, 4 Wire, 18 Circuit Breakers: (1-AA) 100A-3P Blank (15) Panel 1-AA 1/1/1965 Fair

D50-Panel/MLO (PNL) MD-16* Room G6-EU: NE Corner USS-4 Kinney AH-381180 120/208 Volt, 400 Amp, 3 Phase, 4 Wire, 18 Circuit Breakers: (LC-16A) 200A-3P / (LC6A) 225A-3P Blank (12) [Panels LC-16A (L) / LC16A (R) 1/1/1965 Poor
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120/208 Volt, 400 Amp, 3 Phase, 4 Wire, 18 Circuit Breakers: (LC-21) 150A-3P / (LC-31) 150A-3P / (CP1M)

D50-Panel/MLO (PNL) MD-21* M104-N USS-3 Kinney AH-381115 100A-3P Blank (9) PNL's LC/21, LC/31, CP1IM 1/1/1965 Poor
D50-Panel/MLO (PNL) MD-22* M210-A USS-3 Kinney AH-381113 120/208 Volt, 400 Amp, 3 Phase, 4 Wire, 18 Circuit Breakers: (2) 150A-3P Blank (12) Panels LC/22 & LC/32 1/1/1965 Poor
120/208 Volt, 400 Amp, 3 Phase, 4 Wire, 30 Circuit Breakers: (1) 100A-3P / (1) 70A-3P / (2) 40A-3P / (2)
D50-Panel/MLO (PNL) MD-23* M103-EU USS-4 Westinghouse D890609 20A-3P Blank (12) A/CUnits 1,2,3 1/1/1965 Poor
D50-Panel/MLO (PNL) MD-24* M103-EU USS-4 Westinghouse D890566 120/208 Volt, 400 Amp, 3 Phase, 4 Wire, 18 Circuit Breakers: (5) 100A-3P Blank (1) Panels LC-MA & LC-MB 1/1/1965 Poor
120/208 Volt, 400 Amp, 3 Phase, 4 Wire, 18 Circuit Breakers: (LC-35) 150A-3P / (LC-25) 200A-3P / (LC-A)
D50-Panel/MLO (PNL) MD-25* M101-CU USS-4 Kinney AH-381127 225A-3P / (M4) 3P / (MC) 100A-3P / (Liebert Unit M19) 60A-3P Blank (0) Panels & Liebert Unit 1/1/1965 Poor
D50-Panel/MLO (PNL) MD-26* Room 303-CI USS-4 Kinney AH-381126 120/208 Volt, 400 Amp, 3 Phase, 4 Wire, 18 Circuit Breakers: (LC-36) 150A-3P / (LC-26) 200A-3P Blank (12) |Panel LC-26 & LC-36 1/1/1965 Poor
D50-Panel/MLO (PNL) MD-31* Room 413-N USS-3 Kinney AH-381116 120/208 Volt, 400 Amp, 3 Phase, 4 Wire, 18 Circuit Breakers: (2) 150A-3P Blank (4) PNL's LC-41 & LC-51 1/1/1965 Fair
D50-Panel/MLO (PNL) MD-32* Room 414-C USS-3 Kinney AH-381114 120/208 Volt, 400 Amp, 3 Phase, 4 Wire, 18 Circuit Breakers: (2) 150A-3P Blank (4) Panels LC-42 & LC-52 1/1/1965 Fair
D50-Panel/MLO (PNL) MD-35* Room 402-N USS-4 Kinney AH-381115 120/208 Volt, 400 Amp, 3 Phase, 4 Wire, 18 Circuit Breakers: (2) 150A-3P Blank (4) Panel LC-45 & LC-55 1/1/1965 Fair
D50-Panel/MLO (PNL) MD-36* Room 403-C USS-4 Kinney AH-381117 120/208 Volt, 400 Amp, 3 Phase, 4 Wire, 18 Circuit Breakers: (2) 150A-3P Blank (4) Panel LC-46 & LC-56 1/1/1965 Fair
480/277 Volt, 600 Amp, 3 Phase, 4 Wire, 14 Circuit Breakers: (1) 250A-3P / (2) 125A-3P / (1) 100A-3P / (1)
D50-Panel/MLO (PNL) MD-480* Room B-27A USS-12 Federal Pacific 84-11-75P-2 80A-3P / (1) 70A-3P / (3) 60A-3P / (1) 30A-3P / (1) 20A-3P Blank (2) Panels, Transformers & Equipment 1/1/1985 Fair
277/480 Volt, 225 Amp, 3 Phase, 4 Wire, 30 Circuit Breakers: (A/C Computer Room 210) 30A-3P /
(ELEVATOR 13 RM 106) 30A-3P / (DISHWASHER BOOSTER HEATER CAFE) 100A-3P / (TRANSFORMER WS-1)
D50-Panel/MLO (PNL) PB-12* 1-Q PNL MD-480 Square D HCM 64013-4A 50A-3P / (WOODSHOP TROUGH) 100A-3P Woodshop Equipment, Dishwasher, Elevator, A/C 1/1/1985 Fair
D50-Panel/MLO (PNL) PC-22* 200-E USS-2 Kinney AH-381657 240 Volt Grounded "B", 150 Amp , 3 Phase, 3 Wire, 24 Circuit Breakers: (8) 15A-2P Blank (8) Univents 1/1/1965 Poor
240 Volt Grounded "B", 100 Amp, 3 Phase, 3 Wire, 24 Circuit Breakers: (1) 30A-2P / (3) 20A-2P / (5) 15A-
D50-Panel/MLO (PNL) PC-41* Room MU4-5A USS-2 Kinney AH-381655 2P Blank (6) Unit Heaters & A/C 1/1/1965 Fair
240 Volt Grounded "B", 150 Amp, 3 Phase, 3 Wire, 24 Circuit Breakers: (1) 30A-2P / (1) 20A-2P / (5) 15A-2P
D50-Panel/MLO (PNL) PC-42* Room 400A-MU USS-2 Kinney AH-381727 Blank (10) Unit Heaters & A/C 1/1/1965 Fair
D50-Panel/MLO (PNL) PC-51* Room MU5-1A USS-2 Kinney AH-381656 240 Volt Grounded "B", 100 Amp, 3 Phase, 3 Wire, 24 Circuit Breakers: (2) 30A-2P / (6) 15A-2P Blank (8) Unit Heaters & A/C 1/1/1965 Fair
240 Volt Grounded "B", 150 Amp, 3 Phase, 3 Wire, 24 Circuit Breakers: (2) 30A-2P / (1) 20A-2P / (5) 15A-2P
D50-Panel/MLO (PNL) PC-52* Room 500A-MUI USS-2 Kinney AH-381728 Blank (8) Unit Heaters & A/C 1/1/1965 Fair
D50-Panel/MLO (PNL) PC-71* Room MU7-1 PC-81 Kinney AH-381654 240 Volt Grounded "B", 100 Amp, 3 Phase, 18 Circuit Breakers: (6) 20A-2P Blank (6) NOT IN USE N/A 1/1/1965 Fair
D50-Panel/MLO (PNL) PC-72* Room MU7-2A PNL PC-82 Kinney AH-381729 240 Volt Grounded "B", 100 Amp, 3 Phase, 3 Wire, 24 Circuit Breakers: (6) 20A-3P Area Power 1/1/1965 Poor
240 Volt Grounded "B", 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (3) 40A-2P / (3) 30A-2P / (3) 20A-2P
D50-Panel/MLO (PNL) PC-B2* B-42 USS-2 / 225A-3P Square D NQ42L2C / (5) 15A-2P Blank (14) Area Equipment 1/1/2014 Good
120/208 Volt, 225 Amp, 3 Phase, 4 Wire, 42 Circuit Breakers: (1) 15A-1P / (26) 20A-1P / (2) 20A-2P Blank
D50-Panel/MLO (PNL) PP/X* G2A USS-1/ 100A-3P Square D NQOB-42438-2 (11) Lights, Receptacles, Equipment 1/1/1995 Fair
D50-Power Factor Controller (PFC) USS-6* Room MU6-3 USS-6 EATON 300TPHSR431AM 480 Volt, 300 KVAR, 360 FLA, 3 Phase, 60 HZ Breaker Rating 600A Breaker Trip Rating 500A USS-6 1/1/2013 Good
D50-Power Factor Controller (PFC) USS-6A* Room MU6-3 USS-6A EATON 300TPHSR431AM 480 Volt, 300 KVAR, 360 FLA, 3 Phase, 60 HZ Breaker Rating 600A Breaker Trip Rating 500A USS-6A 1/1/2013 Good
D50-Safety Switch/Fused (FSS) COMP RM A/C* 103-EU LC-16A (R) Square D 208 Volt, 60 Amp, 3 Pole Computer Room A/C 1/1/1990 Fair
D50-Safety Switch/Fused (FSS) EF-14 MU8-5 South NA Elevator Shaft Fair
D50-Safety Switch/Fused (FSS) EF-15 MUS-5 South
D50-Safety Switch/Fused (FSS) Elevator 1 MU8-5 South PC-81 (Trough) Square D H324 240 Volt Grounded "B", 200 Amp, 3 Phase, 3 Wire Fuse Type: (3) 200 Elevator 1 Transformer 1/1/1965 Poor
D50-Safety Switch/Fused (FSS) Elevator 2 MU8-5 South PC-81 (Trough) Square D H324 240 Volt Grounded "B", 200 Amp, 3 Phase, 3 Wire Fuse Type: (3) 200 Elevator 2 Transformer 1/1/1965 Poor
D50-Safety Switch/Fused (FSS) Elevator 3 MU8-5 South PC-81 (Trough) Square D H324 240 Volt Grounded "B", 200 Amp, 3 Phase, 3 Wire Fuse Type: (3) 200 Elevator 3 Transformer 1/1/1965 Poor
D50-Safety Switch/Fused (FSS) Elevator 4 MU8-5 South PC-81 (Trough) Square D H324 240 Volt Grounded "B", 200 Amp, 3 Phase, 3 Wire Fuse Type: (3) 200 Elevator 4 Transformer 1/1/1965 Poor
D50-Safety Switch/Fused (FSS) Elevator 5 MU8-1, South PB-82 (Trough) Square D H324 240 Volt Grounded "B", 200 Amp, 3 Phase, 3 Wire Fuse Type: (3) 200 Elevator 5 Transformer 1/1/1965 Poor
D50-Safety Switch/Fused (FSS) Elevator 6 MU8-1, South PB-82 (Trough) Square D H324 240 Volt Grounded "B", 200 Amp, 3 Phase, 3 Wire Fuse Type: (3) 200 Elevator 6 Transformer 1/1/1965 Poor
D50-Safety Switch/Fused (FSS) Elevator 7 MU8-1, South PB-82 (Trough) Square D H324 240 Volt Grounded "B", 200 Amp, 3 Phase, 3 Wire Fuse Type: (3) 200 Elevator 7 Transformer 1/1/1965 Poor
D50-Safety Switch/Fused (FSS) Elevator 8 MU8-1, South PB-82 (Trough) Square D H324 240 Volt Grounded "B", 200 Amp, 3 Phase, 3 Wire Fuse Type: (3) 200 Elevator 8 Transformer 1/1/1965 Poor
D50-Safety Switch/Fused (FSS) Elevator Disconnect Room G9-3: SE Corner
D50-Safety Switch/Fused (FSS) FD-B-10* B-27A FD-B-2 GE TH3222 240 Volt Grounded "B", 60 Amp, 3 Phase, 2 Pole Fuse Type: (2) FRN-R20 Condensate 1 1/1/1970 Poor
D50-Safety Switch/Fused (FSS) FD-B-11* B-27A FD-B-2 Square D D-321-N 240 Volt Grounded "B", 30 Amp, 3 Phase, 2 Pole Fuse Type: (2) FRN-R20 Condensate 2 1/1/1985 Poor
D50-Safety Switch/Fused (FSS) FD-B-12* B-27A FD-B-2 GE TH3223 240 Volt Grounded "B", 100 Amp, 3 Phase, 2 Pole Fuse Type: (1) LPW-RK-50SP (1) FRN50 Vacuum Pump 1 1/1/1970 Poor
D50-Safety Switch/Fused (FSS) FD-B-13* B-27A FD-B-2 GE TH3223 240 Volt Grounded "B", 100 Amp, 3 Phase, 2 Pole Fuse Type: (2) LPW-RK-50SP Vacuum Pump 1 1/1/1970 Poor
D50-Safety Switch/Fused (FSS) FD-B-15* B-34 - Carpenters Shop PB-12 through XFMR WS-1 |Siemens HF223N 240 Volt Grounded "B", 100 Amp, 3 Phase, 2 Pole Fuse Type: (2) FRN-R-90 240 Disconnects for Equipment 1/1/2010 Good
D50-Safety Switch/Fused (FSS) FD-B-16* B-34 - Carpenters Shop FD-B-15 ITE SN321 240 Volt Grounded "B", 30 Amp, 3 Phase, 2 Pole Fuse Type: (2) FRN20 Band Saw 1/1/1980 Fair
D50-Safety Switch/Fused (FSS) FD-B-17* B-34 - Carpenters Shop FD-B-15 ITE SN321 240 Volt Grounded "B", 30 Amp, 3 Phase, 2 Pole Fuse Type: (2) FRN-R25 Jointer 1/1/1980 Fair
D50-Safety Switch/Fused (FSS) FD-B-18* B-34 - Carpenters Shop FD-B-15 Square D D321N 240 Volt Grounded "B", 30 Amp, 3 Phase, 2 Pole Fuse Type: (2) FRN-R25 Table Saw 1/1/2012 Good
D50-Safety Switch/Fused (FSS) FD-B-19* B-34 - Carpenters Shop FD-B-15 ITE SN321 240 Volt Grounded "B", 30 Amp, 3 Phase, 2 Pole Fuse Type: (2) FRN-R6 Grinder 1/1/1980 Fair
D50-Safety Switch/Fused (FSS) FD-B-20* B-34 - Carpenters Shop FD-B-15 ITE SN321 240 Volt Grounded "B", 30 Amp, 3 Phase, 2 Pole Fuse Type: (2) FRN-R5 Lathe 1/1/1980 Fair
D50-Safety Switch/Fused (FSS) FD-B-21* B-34 - Carpenters Shop FD-B-15 ITE SN321 240 Volt Grounded "B", 30 Amp, 3 Phase, 2 Pole Fuse Type: (2) FRN-R20 Shaper 1/1/1980 Fair
D50-Safety Switch/Fused (FSS) FD-B-22* B-34 - Carpenters Shop FD-B-15 ITE SN321 240 Volt Grounded "B", 30 Amp, 3 Phase, 2 Pole Fuse Type: (2) FRN-R6 Boring Machine 1/1/1980 Fair
D50-Safety Switch/Fused (FSS) FD-B-23* B-34 - Carpenters Shop PB-12 ITE F-355 480 Volt, 100 Amp, 3 Phase, 3 Pole Fuse Type: (3) TRS100R 480 Disconnects for Equipment 1/1/1980 Fair
D50-Safety Switch/Fused (FSS) FD-B-24* B-34 - Carpenters Shop FD-B-23 Square D H-361 480 Volt, 30 Amp, 3 Phase, 3 Pole Fuse Type: (3) FRS-R-20 Dust Collector 1/1/2000 Fair
D50-Safety Switch/Fused (FSS) FD-B-25* B-34 - Carpenters Shop FD-B-23 Square D H-361 480 Volt, 30 Amp, 3 Phase, 3 Pole Fuse Type: (3) TRS10 Spindle Sander 1/1/2000 Fair
D50-Safety Switch/Fused (FSS) FD-B-26* B-34 - Carpenters Shop FD-B-23 Square D H-361 480 Volt, 30 Amp, 3 Phase, 3 Pole Fuse Type: (3) FRS-R-9 Large Disc Sander 1/1/2000 Fair
D50-Safety Switch/Fused (FSS) FD-B-27* B-34 - Carpenters Shop FD-B-23 Square D H-361 480 Volt, 30 Amp, 3 Phase, 3 Pole Fuse Type: (3) FRS-R-20 Planer 1/1/2000 Fair
D50-Safety Switch/Fused (FSS) FD-B-28* B-34 - Carpenters Shop FD-B-23 Square D H-362 480 Volt, 60 Amp, 3 Phase, 3 Pole Fuse Type: (3) TRS45R Surfacing Sander 1/1/2000 Fair
D50-Safety Switch/Fused (FSS) FD-B-29* B-34B USS-3 Square D 208 Volt, 200 Amp, 3 Phase, 3 Pole CP-B-6 1/1/2005 Fair
D50-Safety Switch/Fused (FSS) FD-B-30* B-34B - Fountain Pump Room FD-B-15 Siemens F351 480 Volt, 30 Amp, 3 Phase, 3 Pole Fuse Type: (2) FRS-R-10, (1) TRS 10 MSR-B-2/Carpenters Shop Air Compressor 1/1/1995 Fair
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D50-Safety Switch/Fused (FSS) FD-B-31* B-34B CP-B-6 ITE JU322 208 Volt, 60 Amp, 3 Phase, 3 Pole, 15 HP Fountain Supply Pump 1 1/1/1980 Poor
D50-Safety Switch/Fused (FSS) FD-B-32* B-34B CP-B-6 ITE JU322 208 Volt, 60 Amp, 3 Phase, 3 Pole, 15 HP Fountain Supply Pump 2 1/1/1980 Poor
D50-Safety Switch/Fused (FSS) FD-B-33* B-34B CP-B-6 ITE JuU321 208 Volt, 30 Amp, 3 Phase, 3 Pole, 7.5 HP Fountain Supply Pump 3 1/1/1980 Poor
D50-Safety Switch/Fused (FSS) FD-B-34* B-34B CP-B-6 ITE Ju321 208 Volt, 30 Amp, 3 Phase, 3 Pole, 7.5 HP Fountain Pump 4 1/1/1980 Poor
D50-Safety Switch/Fused (FSS) FD-B-35* B-42 PC-B2 ITE JN421 240 Volt Grounded "B", 30 Amp, 3 Phase, 2 Pole, 7.5 HP Fuse Type: (2) OT15 MSR-B-3 1/1/1980 Fair
D50-Safety Switch/Fused (FSS) FD-B-36* B-42 PC-B2 ITE JN421 240 Volt Grounded "B", 30 Amp, 3 Phase, 2 Pole, 7.5 HP Fuse Type: (2) OT15 MSR-B-4 1/1/1980 Fair
D50-Safety Switch/Fused (FSS) FD-B-37* B-40 LC-B3 Square D D-223N 208 Volt, 100 Amp, 1 Phase, 2 Pole Fuse Type: (2) FRN-R-100 Buck Boost XFMR / 10 St Panel 1/1/1985 Fair
D50-Safety Switch/Fused (FSS) FD-B-38* B-42 CMSR-B-6 Cutler Hammer 4143H201H 240 Volt Grounded "B", 30 Amp, 1 Phase, 2 Pole Fuse Type: (1) FRN15, (1) NON15 Control Circuit For Air Compressor Starters 1/1/1980 Poor
D50-Safety Switch/Fused (FSS) FD-B-39* B-46 EDP-5 / BKR 20,22,24 EATON DG321NGB 208 Volt, 30 Amp, 3 Phase, 3 Pole Fuse Type: (3) FRN-R25 URN FAN 9 / VFD-CH11 1/1/2012 Poor
D50-Safety Switch/Fused (FSS) FD-M1-1* M101 USS-1 GE TG4323 120/208 Volt, 100 Amp, 3 Phase, 3 Pole Fuse Type: (3) FRN100 PNL MB 1/1/1965 Poor
D50-Safety Switch/Fused (FSS) FSS-84A* MU8-4 LC-84 GE TH3222 120/208 Volt, 60 Amp, 3 Phase, 3 Pole PNL LC-84A 1/1/1985 Poor
D50-Safety Switch/Fused (FSS) WC-1* MU8-4, North Penthouse USS-6A Boltswitch JB365 480 Volt, 400 Amp, 3 Phase, 3 Pole Chiller 2 Good
D50-Safety Switch/Fused (FSS) WC-2* MU8-4, North Penthouse USS-6A Boltswitch JB365 480 Volt, 400 Amp, 3 Phase, 3 Pole Chiller 2 Good
D50-Safety Switch/Fused (FSS) WC-3* MU8-4, South Penthouse USS-6 Boltswitch EJ 366 480 Volt, 600 Amp, 3 Phase, 3 Pole CP-Chiller 3 Good
D50-Safety Switch/Fused (FSS) WC-4* MU8-4, South Penthouse USS-6 Boltswitch EJ 366 480 Volt, 600 Amp, 3 Phase, 3 Pole CP-Chiller 4 Good
D50-Safety Switch/Non-Fused (SS) Elevator Disconnect Room G3 MU: NW Corner
D50-Safety Switch/Non-Fused (SS) NFD-B-1* B-46 CMSR-B-9 EATON DG323UGB 208 Volt, 100 Amp, 3 Phase, 3 Wire Generator Intake Fan Motor 1/1/2015 Good
D50-Switchgear (SG) Fuse Bay 12 Basement Elect S&C 1/1/2014 Good
D50-Switchgear (SG) Fuse Bay 8 Basement Elect S&C 1/1/2014 Good
D50-Switchgear (SG) Line Bay 11 Basement Elect S&C 1/1/2014 Good
D50-Switchgear (SG) Line Bay 9 Basement Elect S&C 1/1/2014 Good
D50-Switchgear (SG) Load Bay Fire Pump Basement Elect S&C Transformer 1/1/2014 Good
D50-Switchgear (SG) Load Bay SB/1 Basement Elect WE Energies S&C 1/1/2014 Good
D50-Switchgear (SG) Load Bay SB/2 Basement Elect S&C 1/1/2014 Good
D50-Switchgear (SG) Load Bay USS-12 Basement Elect S&C USS-12 1/1/2014 Good
D50-Switchgear (SG) Load Bay USS-2 Basement Elect S&C USS-2 1/1/2014 Good
D50-Switchgear (SG) Load Bay USS-3 Basement Elect S&C USS-3 1/1/2014 Good
D50-Switchgear (SG) Load Bay USS-4 Basement Elect S&C USS-4 1/1/2014 Good
D50-Switchgear (SG) Load Bay USS-5 Basement Elect S&C USS-5 1/1/2014 Good
D50-Switchgear (SG) Load Bay USS-6&6A Basement Elect S&C USS-6 & USS-6A 1/1/2014 Good
D50-Switchgear (SG) Metering Bay 14 Basement Elect S&C 1/1/2014 Good
D50-Switchgear (SG) Metering Bay 7 Basement Elect S&C 1/1/2014 Good
D50-Switchgear (SG) Tie Bay 10 Basement Elect S&C 1/1/2014 Good
D50-Switchgear (SG) Transition Bay 13 Basement Elect S&C 1/1/2014 Good
D50-Transfer Switch (TS) ATS-13* (Fire Pump) B-27A T / CH Generator EATON FT90-150-D-L1 480 Volt, 150 HP, 3 Phase, 3 Wire, Enclosure Type 2 120 Volt Control Circuit Fire Pump Control Panel CP-B-13 1/1/2015 Good
D50-Transfer Switch (TS) ATS-6 (UPS)* Room B-42 USS-12 / CJF Generator Cummins 480 Volt, 400 Amp, 3 Phase, 3 Pole PNL CDP-1 1/1/2008 Good
D50-Transfer Switch (TS) ATS-8 (Elev)* B-42 USS-2 / 600 KW Gen Kohler Elevators 1/1/2014 Good
D50-Transfer Switch (TS) ATS-9 (EM)* B-42 USS-2 / 600 KW Gen Kohler 208 Volt, 400 Amp, 3 Phase, 4 Wire Life Safety 1/1/2015 Good

Input: 100 KVA, 87 KW, 208 Volt, 261 Amp, 3 Phase, 4 Wire Output: 100 KVA, 80 KW, 278 Amp Transfer

Compartment model 37MB1000CC61Q Serial M14A290002 M Tag 1684206 Battery Compartment 1 tag
D50-Uninterruptible Power Supply (UPS) UPS-G2A* B-49 CDP-2 Liebert 37SA100COC6E642 1684205 Battery Compartment 2 tag 1684203 G2A Data Center 1/1/2014 Good
D50-Uninterruptible Power Supply (UPS) UPS-308 308-G Computer Room LC-3A1 BUEM-303 1/1/2000 Poor

GE PO# 121157161 GE Serial# P114618 Transformer# TX14027001 13.2 KV-120/208 Volt, 2000 Amp, 3

Phase, 4 Wire Breakers: (B-3) 200A-3P / (PPX GND FL) 200A-3P / (M1-M3) 225A-3P / (USS-3 USS-4 TIE)

600A-3P / (EDP) 400A-3P / (RD/13 South BUSS) 1000A-3P / (RD-14) North BUSS) 1000-3P / (LC-3A LC-3B LC

Main Switchgear Feeder 3C) 400A-3P / (LC-207 LC-39C1 LC-39C2) 400A-3P / (LC-5A LC-15A) 150A-3P / (B-4) 200A-3P / (LC-BR) 100A-
D50-Unit Substation (USS) USS-1* B-42 Bay 4 GE 3P Spares (5) 225A-3P / (1) 175A-3P Buss, Panels, Motors 1/1/2014 Good
Main Switchgear Feeder Breaker Main Service Disconnect13,200-480/277 Volt, 1600 Amp, 3 Phase, 4 Wire Breakers: (MD-480)

D50-Unit Substation (USS) USS-12* Room B-27A Bay 20 Square D 33619992-002 800A-3P / (AC4-EF7) 800A-3P / (AC3-EF6) 800A-3P / (ATS-6) 800A-3P Spare: (2) 800A-3P / (1) 400A-3P 277/480 Volt Panels & Equipment 1/1/2014 Good
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Location

Source

Main Switchgear Feeder

Manufacturer

Catalog No.

Description

GE PO# 121157162 GE Serial# P114619 Transformer# TX14028001 13.2 KV-240 Volt, 1600 Amp, 3 Phase, 3
Wire Breakers: (PCB4) 200A-3P / (PCB2) 225A-3P / (XFMR B-1) 225A-3P / (Annex Parking) 225A-3P / (PCB3)

Equipment IR (Infrared Thermography) Completed in 2014

Installed Date

Condition

D50-Unit Substation (USS) USS-2* B-42 Bay 5 GE 400A-3P / (Elevators) 800A-3P Spares (1) 600A-3P / (1) 400A-3P / (7) 225A-3P / (1) 200A-3P Elevators and 240 Volt Distribution 1/1/2014 Good
New XFMR core 2013 13.2 KV-120/208 Volt, 1850 Amp, 3 Phase, 4 Wire Breakers: (MD-21) 400A-3P / (MD-
11) 400A-3P / (PANEL LC-1 & LC-11) 300A-3P / (PANEL LC-2 & LC-12) 400A-3P / (MD-12) 300A-3P / (MD-
Main Switchgear Feeder 31) 400A-3P / (PANEL LC-M-104) 225-3P / (MD-32) 400A-3P / (MD-22) 400A-3P / (LC-B11) / (FOUNTAIN
D50-Unit Substation (USS) USS-3* 1-Q Bay 6 Sorgel POWER) / (USS-1 & USS-4 TIE) Panels 1/1/1965 Fair
PNL LC-5 & LC-15, MD-15, MD-25, MD-35, PNL LC-6
Main Switchgear Feeder & LC-16, MD-16, MD-26, MD-36, MD-23, MD-24, LC-|
D50-Unit Substation (USS) USS-4* Room B-13 CH/CIJF tunnel Bay 17 Sorgel 13,200-120/208 Volt, 500 KVA 14 Circuit, 2 Blank New XFMR core 2013 BA, TIE BREAKER TO USS-3 & USS-3 1/1/1965 Fair
Main Switchgear Feeder
D50-Unit Substation (USS) USS-5 Room MU7-2A Bay 18 Sorgel 34012R4 13,200-120/208 Volt, 750/1000KVA, 600 Amp New XFMR core 2013 South Buss (RD-23) & North Buss (RD-24) 1/1/1965 Fair
Main Switchgear Feeder
Bay 19 / S&C Load Bay USS- Chiller CRU4, Chiller 3, MCC-S, SA-2 South
D50-Unit Substation (USS) USS-6* MU7-2A 6&6A Sorgel 34012R4 13,200-480 Volt, 1000/1333 KVA 6 Circuit, 1 Blank New XFMR core 2013 Penthouse 1/1/1965 Fair
Main Switchgear Feeder
Bay 20 / S&C Load Bay USS- SA-1 North Penthouse, Chiller Motor No. 7 East,
D50-Unit Substation (USS) USS-6A* MU7-2A 6&6A Sorgel 34012R5 13,200-480 Volt, 750/1000 KVA 9 Circuit, 1 Spare, 4 Blank New XFMR core 2014 Chiller Motor No. 1 West, MCC-N 1/1/1965 Fair
D50-Variable Frequency Drive (VFD) VFD-CH1 MU8-3 - Penthouse N USS-6A RITTAL 480 Volt, 3 Phase, 3 Wire SA-1 Supply Fan 1/1/2010 Good
D50-Variable Frequency Drive (VFD) VFD-CH11* B-46 FD-B-39 EMERSON SK2202 208 Volt, 18.2 Amp, 3 Phase, 3 Wire URN-FAN 9 1/1/2012 Good
D50-Variable Frequency Drive (VFD) VFD-CH2 MUS-3 - Penthouse N FD-8-1 Danfoss 480 Volt, 3 Phase, 3 Wire SA-1 Return Fan 1/1/2010 Good
D50-Variable Frequency Drive (VFD) VFD-CH3 MU8-6 - Penthouse S USS-6 RITTAL 480 Volt, 3 Phase, 3 Wire SA-2 Supply Fan 1/1/2010 Good
D50-Variable Frequency Drive (VFD) VFD-CH4 MUS-6 - Penthouse S FD-8-2 Danfoss 480 Volt, 3 Phase, 3 Wire SA-2 Return Fan 1/1/2010 Good




